\/\Fj\j AN TAAY 6N 1 G (N (0
SAMMAING g =
Associates pc DS
V4 arcnite
WH +
i a 9990 FAIRFAX BOULVEVARD SUITE 350
L.:Lul: ‘ RFEAX, VIRGINIA 22030-17
e < I OWNER FURNISHED o
- TP ‘" ﬁ =1 CONTRACTOR INSTALLED 1/2' HW & CW DN R
! o H o TRAP PRIMER
TRAP PRIMER VALVE | == C)&- p-12] [P-12 “ VALVE
H— = = A=t \VH
12 ) I I P \
@
i I @ - -
2" W i! - P-10 1] ‘,
1"HW @ -%-z I 12" CWDN \ l - " @ i ACCESS BOX S3E Klingemann, Inc.
3/4" HW&CW " .=- E: mEEaS s S Xy l 8001 Braddock Road
1/2" HWC s A ~ Suite 200
DN DOWN . A o= == I I % TP | ER 1 || SZ;Iiengﬁeld Virginia 22151
3/4" CW & HW DN - : ABOVE CEILING il b = — | e———l Phone: (703) 978-0100
° Fax: (703) 978-6038
\ S3EK Project #08194.01
=== === BV
1/2" HW & “
CW DN. I
UP FROM BELOW ‘“> 12" No. Description Date
Il 1 ADDENDUM #1  |05/12/2010
- : |
N N . P18 P15 1/2" HWSCW DN
) / - | ’ . 2" W ﬁ_ - |
)/ | [ > N4
4 [ =
ll = = = = = = = = = = = L_%‘:"
2"CWDN e e —— e e T o o O T T el T E e T E e E E el = =
1" CW & 1/2" HW DN.
1/2" HW&CW DN 1/2" HW&CW DN
1" HW & HWC
TRAP PRIMER 1 O“th
VALVE o CW UP e ter
" HW UP Sh l
/ 1/2" HWC UP
TOTAL OF 2 GAS FIRED INSTANTANEOUS TP
WATER HEATERS; 237 MBH CAPACITY
EACH AND A FUTURE HEATER @ 237 MBH H L
E—— < 4 FRETOBUILDING #2 — / = .
FOR CONTINUATION - A dd &
DRAWING P002 FUTURE UNIT HEATER 1 ltlons
Il MECH.
237 MBH .
0 Renovations
1/2" UP FROM BELOW |
; I
+
WH & TELECOM
I 38
BUILDING 1 - LEVEL 1 FLOOR PLAN -
71, WATER & GAS FREE STANDING FDC TO SPRINKLERS . NOSPRINKLER PIPING TOBE N
2ot 14" = 10 GAS SERVICE BELOW GRADE I THIS ROOM EXCEPT FOR PIPIN G
2PS| SERVICE PRESSURE A SERVING THE HEADS IN THIS AREA
l ]
WET ALARM Il
CHECK VALVE ' Meadowview Court
Leesburg
SPORTS AND —
RECREATION
STOR.
41
o
I ° 4" FIRE LINE DN TO BUILDING #2
FOR CONTINUATION SEE FIRST
LEVEL PLAN THIS DRAWING
| GENERAL ——
== STORAGE ~
( 39
|
REDUCE PRESSURE s T LOUBLE CHECK
BACKFLOW PREVENTER DETECTOR
1" WATER METER \ : | TRAP PRIMER VALVE
| 1/2" UP TO WH
SHUT-OFF | / Q
IN RISER ||
J
!! | FIRE WATER
i METER
1-1/2" DOMESTIC WATER SERVICE 6" FIRE SERVICE UP TO FREE STANDING R
BELOW GRADE \“ a BELOW GRADE FIRE DEPT. CONNECTION
PLUMBING FLOOR
PLAN WATER & GAS
BUILDING 1
Drawing Number:
BUILDING 1 - BASEMENT FLOOR P201
m PLAN - WATER & GAS Issue Date: 4/09/2010
W 1/4" = 1!_0" - \ - - v
Drawn By N Project Number:
hecked By: ES Project Number




